
HOME INSPECTION REPORT
Inspection Date: March 10, 2010

Report Date: March 10, 2010

Property Address: 
9999 Dale Drive
okc, OK  73999

Prepared For: 
Jim Bob
9999 Dale Drive
okc, OK  73999

Prepared By: 
Cord Werner

Preparer Address: 
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 Pre-Inspection Agreement

This contract is between Jim Bob ("Customer") and Cord Werner ("Company") to
perform a visual home inspection on the property located at 9999 Dale Drive, okc, OK
73999 ("Property"), this inspection is limited to readily accessible systems and
components of the property. Jim Bob agrees to pay amount of $249.00 for inspection of
property listed above.

The Customer agrees to contract with the Company to perform an inspection of the
Property. The only purpose for the inspection is to alert the Customer of major faults in
the Property. The Company will provide a Report ("Report") with the findings of the
inspection. The Report will then be delivered to the Customer for its sole, exclusive and
confidential use. The company will perform its inspection in accordance with the
State/or Province the inspection occurs in Standards of Practice for Home Inspectors. In
the event the State or Province does not have a Standards of Practice for Home
Inspectors the inspection will include the following Structure, Exterior, Roof, Plumbing,
Electrical, Heating System, Air Conditioning, Interior, Insulation & Ventilation, and
Fireplaces and Solid Fuel Burning Appliances. Minor or cosmetic defects will not be
reported.

The Company will perform an inspection on the Property and will only inspect visible
and accessible areas and components of the property and only reflects the apparent
condition of the Property on the date the inspection was performed. Conditions may not
be apparent at the time the inspection occurs due to inoperable systems, weather, etc.
Conditions may make some problems undetectable. This inspection reduces some risk
of purchasing the Property, but it DOES NOT eliminate risk. The Company is not liable
for the failure to find hidden or concealed defects or problems that occur or become
obvious after the inspection has been performed.

The Company will not perform invasive or destructive testing. The Company will not
dismantle any systems, appliances or equipment. The Company will not perform a
moisture content check on the walls, floors siding, ceiling, etc. Only random testing will
be performed for certain conditions.

The Inspection will not inspect for the presence of lead paint, mold, radon gas,
asbestos, urea formaldehyde, carbon monoxide or any other toxic or potentially harmful
or flammable chemicals. The inspection does not include any outbuildings, wells
system(s), (available at an additional charge) septic tank or other buried drainage or
storage systems, security system(s), central vacuum system(s), water softener(s) or
treatment service, fire system(s), presence of rodent(s), termites, or other
wood-destroying insects, ants, birds or other infestation.

This Inspection or Report DOES NOT constitute or should be implied to be any of the
following:

· A compliance inspection with respect to any code, standard or regulation;
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· a guaranty, warranty of policy of insurance;
· a survey, appraisal or flood plain certification;
· a wood-destroying organism report;
· an option regarding the condition of title, zoning or compliance with restrictive

covenants;
· an environmental or engineering analysis;
· technically exhaustive.

The Customer has the option and may wish to seek advice or recommendations from
proper professionals concerning conditions revealed in the Report, and areas excluded
from the extent of the inspection.

The Company assumes no liability for the cost of repair or replacement of unreported
defects or deficiencies either current or arising in the future. The Company's liability for
mistakes or omissions in the conduct of this inspection and its Report is limited to the
refund of the fee paid. This limitation of liability is binding upon customer, heirs,
successors and assigns, and all other parties claiming by or through the customer.

Any other agreement, modification or amendment to this Agreement must be in writing
and signed by the affected party. In the event any portion of this Agreement is
determined to be unenforceable, the remainder of it will still remain in effect.

This Agreement is binding upon and available to the heirs, successors and, to the extent
permitted hereunder, the assigns of each of the parties.

If any controversy of claim between the parties arises out of or relating to the
interpretation of this Agreement, the services rendered hereunder or any other matter
pertaining to this Agreement, the parties will mutually appoint an arbitrator who is
knowledgeable with the home inspection industry. Judgment on any award may be
entered in any courts having jurisdiction and the arbitration decision shall be binding on
all parties. Secondary or consequential damages are specifically excluded. All claims
must be presented with (1) one year after the date of the inspection. All liable is no
longer with the Company after (1) one year after the date the inspection was
performed. If the customer commences arbitration and is unsuccessful, the Customer at
the Customer's own cost will bear all expenses the Company incurred in connection with
the arbitration including, but not limited to, attorney's fees, fees to employees of the
Company to investigate, prepare for attend any proceeding or examination. Customer
may not present or pursue any claim against the Company until (1) written notice of the
defect or omission is provided to the Company and (2) the Company is provided access
to and the opportunity to cure the defect.

The Customer has the opportunity to participate in the inspection and accept
responsibility for incomplete information should the Customer not participate in the
inspection. The Customer's participation shall be at the Customer's own risk for injury,
property damage, etc. The Customer agrees that this report may be used for
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educational purposed and may be provided to the Property owner and those involved
with the real estate transaction.

This inspection is not a substitute for a pre-settlement inspection for which the
Customer is responsible since damages, mechanical failures, an symptoms, cures, etc.
may appear after this work and before Customer's legal acceptance of the property.
Customer waives all claims against the inspector of Company in the absence of
diligently performing Customer's pre-settlement inspection and for lack of more
extensive investigation and follow through with a specialist on any problems noted
including conformation of any cost approximations.

This inspection is not a technically exhaustive inspection.

By signing below the Customer requests the standard visual inspection of the readily
accessible areas of the structure. The inspection is limited to visual observation existing
at the time of inspection. The customer agrees and understands that the maximum
liability incurred by The Inspector/The Company for errors and omissions in the
inspection shall be limited to the fee paid for the inspection. Signer is responsible for
payment. The inspection fee is due upon presentation of the inspection Report or as
otherwise agreed by both parties in writing. The inspection fee is for a single visit to the
property, additional fees may arise if the Customer acquires additional visits from the
Company. If the Company is called upon for litigation or testimony as a result of this
inspection, like services are not included in this scope of this inspection.

By signing below the Customer requests the standard visual inspection of the readily
accessible areas of the structure. The inspection is limited to visual observation existing
at the time of inspection. The customer agrees and understands that the maximum
liability incurred by The Inspector/The Company for errors and omissions in the
inspection shall be limited to the fee paid for the inspection. Signer is responsible for
payment.

_______________________________________ _____________
Customer Signature Date

_______________________________________ _____________
Inspector's Signature Date
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Structure

Foundation Type
Crawl Space, Block

Crawl Space Access Located
South side of house

Crawl Space
Entered Crawl Space, Limited Access

Visible Structural Settlement
Average Settlement, Step Crack(s), Horizontal Crack(s)

Visible Basement / Crawl Space
Efflorescence, No Pier Footing(s), Insulation Missing

Notes

Exterior

Siding
Metal, Vinyl

Surface Material Parts Not Visible Due To
Trees / Shrubs

Garage
Single, Detached

Outbuildings / Garage Door
Sliding

Front Porch/Entry
Roof Canopy Only, Enclosed back

Windows/Doors
Wood, Aluminum

Steps
Concrete

Driveway / Parking Lot
Concrete/Brick, Dirt/Gravel

Patio/Paths
Concrete, Dirt

Fences
Wire, Wood
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Yard Walls
Brick, Stone

Lead Paint
Not Inspected for Lead Paint

Visible Conditions at House
Corroded Lintel(s) Sill(s), Damaged Exterior, Holes, Dents, Unsealed Joints, Caulk Door,
Seal Door, Caulk Window, Decayed Siding, Wood Decay, Wood Rot, Damaged Garage Door
- Panel(s), Door Threshold Not Water Tight, Non-Standard Repair(s), Recently Painted

Visible Conditions at Yard / Outbuildings
Cracked Drive Way, Trip Hazard(s), Damaged Fences, Exterior Faucet Damage, No
Anti-Siphon Valve on Exterior Faucet
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Door seal
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Unpainted Lintels & need to caulk around frame
Notes

 -Need to caulk/seal around all window frames,door
frames,car garage door frames, and thresholds. EST $100.00

- Need to paint all the lintels over doors and windows in
the front and back of house EST$150.00

-Weatherstripping for front and back door is not weather
tight. Repair            Est $45.00

EST TOTAL THIS SECTION 295.00

Roof

Page 8



Inspection Date: March 10, 2010 Report ID: 1200 Report Date: March 10, 2010

Age
6-10 Years

Inspected From
Ground, Eaves, Roof

Type
Gable

Slope
Average

Roof Complexity
Moderate

Parts Not Visible Due To
Debris

Sheathing
Board

Shingles
Fiberglass / Asphalt

Flashings
Galv., Aluminum, Neoprene

Attic Visible Insulation
Fiberglass, Cellulose, Batt / Blown

Attic Ventilation
Soffit, Turbine, Off-Ridge

Restricted Access to Parts of Attic
Yes

Chimney Type
Brick

Chimney Visible Flu Liner
Clay, Rain Cap - None, Maintain Annual Service / Clean

Gutter / Spouts
Galv. Steel, Aluminum, Splashback, Scuppers

Gutter / Spouts
Advise Full Gutter Installation, Debris in Gutter System (Clean / Maintain), Add Spout
Extensions / Slope Dirt Away From House

Visible External Roof Conditions
Exposed Nail Heads, Exposed Fastners, Some Flashing Not Visible, Staining, Premature
Roof Material, Nail Pops, Cracked Shingles(s), Damaged Vent Collar(s), Roof Mounted
Structures
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Notes
 -EXSPOSED NAIL HEADS AT FLASHINGS AND RIDGES AND
MULTIPUL NAIL POPS. REPAIR AND SEAL. EST $75.00

-NO RAIN CAP FOR CHIMNEY. INSTALL EST $150.00

         EST TOTAL THIS SECTION $225.00

FYIS:
BATH ROOM VENT FANS VENT INTO THE ATTIC RECOMMENDTHEY
VENT TO EXTERIOR OF HOME.

Plumbing
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Water Supply
Public Water, Public Sewer

Cleanout Located
BACK YARD

Supply Pipes
Copper, Plastic

Drain / Vents
C / Iron, PVC

Water Meter
External, Ground

Water Meter Flow Detector Stable
Yes

Back Flow Preventer
Not Tested

Water Shut-Offs Inside the Structure / House
We Did Not Check, IN N. BEDROOM CLOSET

Bathroom(s) & Washroom(s) Fixtures
Sink(s), Toilet(s) / Bidet, Tub(s), Shower Enclosure(s), Fan(s)

Bathroom(s) & Washroom(s) Materials
Metal, Tile, Fiberglass Unit

Kitchen
Triple / Double / Single Sink, Hose Spray

Water Heater & Associated Equipment
Gas, Circulating Pump, Raised, Pan

Hot Water Temperature
110 degrees

#1 Water Heater Gallons
40

#1 Water Heater Age
15+/-

#1 Water Heater brand and Serial #
Bradford White SN: ME987659

Location of Hot Water Tank #1
Garage

Visible Leakage At
Shower Head / Door / Pan, Toilet / Tub / Sink, Licensed Plumbing Work / Evaluation
Needed

Traps
Leaking Trap(s)

Fixtures
Damaged Faucet(s), Loose Toilet(s), Chipped Sink, Inoperative Diverter, Inoperative Drain
Stopper, Missing Shut Off Valve(s)

Other Items
Pipe Corrosion, Oxidation, Advise Fan Installation, Improper Repairs
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LEAKING SUPPLY LINE
Notes

 -KITCHEN SINK FAUCET AND DRAIN LEAK. REPAIR EST $75.00

 -HALL BATH SINK DRAIN STOPPER DOES NOT WORK AND DRAIN
LEAKS. REPAIR EST $60.00

-SUPPLY LINE UNDER KITCHEN SINK LEAKS. REPAIR EST $40.00

-GROUT/ CAULKING REPAIRS NEEDE FOR MASTER BATH SHOWER, AND
HALL BATH TUB TILE WORK. EST $75.00

Electrical

Location of Main Panel
GARAGE
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More Than One Panel
Main ONLY

Entry Cable
Copper, Underground 

Ampere Rating
100

Number of Meters
1

Meters Located
Outside

Panel Box Type
Circuit Breaker Panel

Main Disconnect
Breaker, Inside

Service Grounding To
Not Visible

120 Volt Wiring
Copper, ROMEX

240 Volt Wiring
COPPER

Ground Fault Interrupter (GFI)
Kitchen, BATH ROOMS, GARAGE

Smoke Detectors
PRESENT

Ceiling Fan(s)
PRESENT, WORKING

Recessed Lights
WORKING, PRESENT
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Notes

Heat/Cool

Heating Energy Source
Gas

Heating Delivery Type
Forced Air

Heating Fuel Shut Off Valve Location
ON LEFT SIDE OF UNIT

Forced Air Heating # of Zones
1

Forced Air Furnace
Yes

Induced / Natural Draft System
INDUCED
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Motor / Blower
Fan, Direct Drive

Flue
Metal

Furnace
Inspection Door, Heat Exchanger , Air Filters

Heating Supply Registers Located
High

Return Registers Located
High

Cooling # of Zones
1

Thermostat(s)
Manual

Ductwork
Flex, Insulated

Outside Temperature Prohibited Test of A/C
Yes TO COLD TO TEST A/C

Heat: Supply Return Temp
125 DEGREES/80 DEGREES GOOD

Visible Conditions
Damaged Suction Line Insulation
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IMPROPER SECONDARY CONDENSATE LINE
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NO SUCTION LINE INSULATION AND DAMAGED/LOOSE CONDUIT
Notes

-FURNACE SECONDARY CONDENSATE LINE IS IMPROPER. THERE IS
INSULATION IN THE FURNACE TRAY. REPAIR AND CLEAN TRAY.
EST FOR SERVICE CALL ONLY $125.00

-SUCTION LINE INSULATION BY A/C UNIT IS DAMAGED REPAIR.
EST $30.00

-A/C UNIT CONDUIT IS LOOSE AND DAMAGED REPAIR BY A
LIC./PROF. EST $90.00

Appliances
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Washer
110 Volts

Checked Washer
Hot, Cold, Drain

Washer Present
No

Dryer
220 Volts, Gas PRESENT, To Exterior

Dryer Present
No

Range Top
Electric

Oven
Electric, We Do Not Check Self Cleaning

Fan
Filter

Refrigerator Present
No

Disposer
 W o r k i n g

Dishwasher
 W o r k i n g

Garage Door Opener / Auto Reverse
 W o r k i n g

Door Bell
 W o r k i n g

Items Noted
Loose Dryer Vent

Notes

Interior

Floor Finish Material
Carpets, Ceramic Tile

Wall / Ceiling Finishes Material
Sheetrock

Walls
Textured / Paint

Ceilings
Vaulted
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Wall / Ceiling Finishes
Popcorn / Paint

Windows
Sliding, Tint

Doors
Hinged, Hollow

Fireplaces
Masonry, With Fan, Glass Door, Do Not Burn Wood Or Combustibles

Porches
Enclosed

Features
Bedroom Closets, Attic, Attic With Stairs, Smoke Detectors, Furnshings Prevent Full
Inspection, Garage

Kitchen Counters
Marble

Visible Conditions Noted
Damaged Tile, Drywall Nailpops, We Do Not Test for Mold or Lead

Notes
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Summary

SAMPLE REPORT: Inspector's typed summary will appear here.
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